
Air Condi oner Requirements 

 New Installa ons of A/C units are NOT permi ed in any required side yards. 

   New   Replacement 

 Distance from side lot line:_______  Distance from rear lot line:_______ 

 If the total proposed or exis ng tonnage capacity will be 8 tons or greater, noise level calcula ons  

 must be prepared and may be obtained by the manufacturer. 

 A separate ground wire shall be installed to the electrical panel. 

 A disconnect shall be readily accessible of A/C unit. 

 

Furnace System Requirements 

 Furnace shall be installed to the strict guidelines of the manufacturers installa on instruc ons.  Installa-
on instruc ons shall be on site at me of final inspec on. 

 

Roof Top Units 

 A leƩer on contractors leƩerhead needs to be submiƩed with the permit applicaƟon indicaƟng that re-
placement unit weighs less than the exisƟng unit.  If the new unit is not lighter or it is new and requires 
roof openings,  than a structural engineer needs  to provide stamped drawings of how  roof will be al-
tered to except new unit. 

 

If you have any ques ons please contact  

 

 

 REQUIRED INSPECTIONS:          Final Inspec on  

MECHANICAL PERMIT CONDITIONS 

Mechanical Inspector 847-588-8067   Jeffrey Hadary  

THIS FORM MUST BE SUBMITTED ALONG WITH A COMPLETED PERMIT APPLICATION 
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	New: Off
	Replacement: Off
	Distance from side lot line: 
	Distance from rear lot line: 


